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CONTROLLER #1 CONTROLLER #2
240/480V, 18, 3 WIRE, B0HZ 240/480V, 14, 3 WIRE, 60HZ
INDIVIDUAL LOAD DATA
NOMINAL INPUT VOLTS |MAX INPUT AMPS |INPUT WATTS NOMINAL WATTAGE ~ FUSE SIZE
315W CMH 240.00 1.50 353.00 315, 35 89 A
35W LED 240.00 0.30 51.00 restocumer 3.0 avp
FESTOON GFi 120.00 2.50 300.00 LUMINAIRE FUSE SIZE TABLE
TYPICAL CIRCUIT WIRING EXIST. 400W 240.00 2.00 478.00
AA, & EE LOAD TABULATIONS CONTROLLER #1 { OAD TABULATIONS CONTROLLER #2 NOTES
CIRCUITS B & F CIRCUIT: ——
A &E CIRCUITS & currs CIRCUIT AMPS @ 240V CIRCUIT WATTS AMPS @ 240V 1. EQUIPMENT GROUND CONDUCTORS SHALL BE
SPLICED AND BOUNDED AT EACH LIGHT POLE OR
RED PHASE |BLACK PHASE OTHER EQUIPMENT.
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¢ 077 A c 2,020 c LEGEND
GRN: g 2
Ry i [l ) D 2,020 D XX LUMINAIRE, 315W CHM & 35W LED
ORNG: i { ? E 1,212 E
APPROXIMATELY 6450' OF UNIT DUCT WITH ORANGE WIRE F 1,212 F X LUMINAIRE, 400W HPS, 240V
CC. % GG G 1,890 G ©  GFCI DUPLEX OUTLET
C & G CIRCUITS CIRCUITS D & H CIRCUITS H 1,212 H B FUSE — REFER TO FUSE SIZE TABLE
LUMINAIRE SUBTOTAL  [13,408 LUMINAIRE SUBTOTAL
T sy l? AA 1500.00 AA A LUMINAIRE CIRCUIT, 240V
A N v T AT RN
AR 277 S e s ol o M GFCI CRCU, 120v
Y 25¢ R EE 900 EE
SN [ [ GG 900 GG CIRCUIT BREAKER
bkl TZOV - T
GRY ;L/f § g i GFCI SUBTOTAL 4800 GFCi SUBTOTAL - CONNECTION
By 2 CAB TOTAL 18206 CAB TOTAL
APPROXIMATELY 7050' OF UNIT DUCT WITH BLUE WIRE TOTAL AMPS @ 240V 79.60 TOTAL AMPS @ 240 V 84.45
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